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C1-C1
STA 191+11, 23" LT
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NOTES:
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REMOVAL OF LIGHTING UNIT SHALL INCLUDE
SPLICING EXISTING CONDUCTORS TO NEW CONDUCTORS
IN SEALED JUNCTION BOX INSIDE HANDHOLE.

2) REMOVAL OF LIGHTING UNIT SHALL INCLUDE DISCONNECTING
A Ci-B4 CONDUCTORS AT LIGHTING CONTROLLER (APPROX. STA 189+36).
STA 183489, 68° LT ABANDONED CONDUCTORS SHALL BE REMOVED OR INSULATED
FROM CONTACT WITH OTHER CONDUCTORS OR COMPONENTS.
(2) 1"UD 3) REMOVAL OF LIGHTING UNIT SHALL INCLUDE DISCONNECTING
W/2 *6.& *6 GND CONDUCTORS AT LIGHTING CONTROLLER (APPROX. STA 181+00).
- K ) 1UD ABANDONED CONDUCTORS SHALL BE REMOVED OR INSULATED
. L W/2 %6 & *6 GND é FROM CONTACT WITH OTHER CONDUCTORS OR COMPONENTS.
{UD 4) REROUTE EXISTING UNDERPASS LIGHT CIRCUIT TO NEW
W/2 %6 & #6 GND - (QQ,, Cc{-B2 LIGHTING CONTROLLER.
e STA 185+04, 25' LT
$Talszes2, 367 LT EX ROW L1qano
/ ’ < o — W/4 %6 & #6 GND
—_—
TT——
T—
e A - up /
e = N Up ——————Fd——up C1-A2
o /@\/,,/ . o - > kv_g‘, . . STA 186451, 25' LT
o 37C, P-135’ SR, S ———— F—— -
H X d
: E W/1°uD / / J) EX\_ el
& & SEE NOTE 3, ~_
THIS SHEET
vl / / ~_ 1 1/4UD
, 182 183 / , 184 | 185+00 SEE NOTE 3, W/4 *6 & *6 GND
| — : - —_— \_ — —_ g P~G‘TO‘ — THIS SHEET
: £ SEE NOTE 3, / ’ —_
7 THIS SHEET w/1°UD \LISG \
2.
/ 5 \
F—UD —Q up SssSE— -
%6 & #6 GND ® SEE NOTE 3, [~
HH-5 Bith HH-3 b THIS SHEET &
S
= =N
© U @)
# #
up C1-B3 W/2 %6 & *6 GND
W/2 ®6 & *6 GND STA 183+54, 34° RT
T

EXISTING COM-ED
SERVICE POLE

EXISTING ELECTRICAL CABLES

—- EXISTING TELEPHONE CABLES

EXISTING WATER LINES

EXISTING UNDERPASS LIGHTING UNIT

EXISTING LIGHTING UNIT, NEW LOCATION
EXISTING LIGHTING UNIT TO REMAIN

EXISTING LIGHTING UNIT REMOVE AND SALVAGE

PROPOSED STREET LIGHT, 35° MOUNTING HEIGHT,
250 WATT, PSMH, 240 VOLTS, W/12° ARM

31c, P-40’
Ww/1" up

J N —

2'C, T-25'
w/1uD X—u

3 CONDUIT, PUSHED 40 LONG WITH
1’ UNIT DUCT, OR AS INDICATED

UNIT DUCT WITH CABLES AS INDICATED

2’ CONDUIT, TRENCHED 25’ LONG WITH
1 UNIT DUCT, OR AS INDICATED

PROPOSED ELECTRICAL HANDHOLE
EXISTING LIGHTING CONTROLLER

>«

PROPOSED LIGHTING CONTROLLER
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